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LEAKAGE POTENTIAL OF UNDERGROUND STORAGE TANKS

1 INTRODUCTION

Background

Underground storage tanks (USTs) are used to store motor fuel and other hazardous substances
tiroughout the United States. The U.S. Environmental Protection Agency (USEPA) estimates there are
more than 1.4 million tanks in the country, of which the Army owns some 15,000. Almost 35 percent
of them may be leaking.!

The Resource Conservation and Recovery Act (RCRAY of 1976 required owners of tanks with
capacities greater than 1100 gallons to notify the USEPA by May 1986. This information was used to
locate and evaluate underground tanks containing petroleum or other hazardous substances. In September
1988, the USEPA published final rules for UST management that cover the technical requirements
pertaining to design, installation, testing, and monitoring, as well as clean-up following leaks.>

In 1987 The U.S. Ammy Construction Enginecring Rescarch Laboratory (USACERL) developed a
microcomputer based system that Major Army Commands (MACOMS) could use to store, organize, and
manipulate data about USTs cn their installations.* This system has recently been upgraded to make it
easicr to use, and its database, derived from USEPA information about construction material, capacity, age,
and contents of USTSs, is being expanded and updated. If properly manipulated, this data can also provide
Army managers with information about the leakage potential of underground storage tanks.

Objective

The objective of this report is to detail development of the Leak Potential Index (LPI) and present
results of an LPI analysis of the Army’s UST database.

Approach

The information compiled in this report was obtained by aralyzing USEPA data to profile the
construction material, capacity, age, and contents of USTs on Army in.tallations. Chapter 2 presents an

' Westat, Inc., Midwest Research Institute, Battelle Columbus Division, and Washington Consulting Group, Underground Motor
Fuel Storage Tanks. A National Survey, Project Report (U.S. Environmental Protection Agency {USEPA], 1686).

2 Public Law 94-480, Resource Conservation and Recovery A<t (1976).

* 40 Code of Federal Regulations (CFR) Parts 280 281, Undes ground Storage Tanks. Technical Requu emenis and State Program
Approval, Final Rule, (23 September 1988), pp 37081-37247.

*B.A. Donahue, Theresa J. Hoctor, and Kemal Piskin, Managing Underground Storage Tank Data Using dBase Il Plus,
Technical Report (FR) N 87/21/ADA182452 (U.S, Army Construction Engincering Research Laboratory [USACERL), June
1987); S. Dharmavaram, K. Piskin, T.J. Hoctor, and B.A. Dorahue, "A Prcfile and Management of the U.S. Army’s
Underground Storage Tanks," Environmental Management, Vol 13, No. 3 (1989) pp 333 333
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overview of USTs and the latest rules and regulations. Chapier 3 discusses the methodology used to
determine the LPI, and Chapicr 4 presents the findings.
Mode of Technology Transfer

The updated UST database system is being distributed to all MACOMs. The findings of this report
should be used by MACOMS and installations to identify and correct problems.




2 OVERVIEW—UNDERGROUND STORAGE TANKS AND THEIR REGULATION

Types of Underground Storage Tanks

An underground storage tank (UST) is defined as a tank, including its piping, that has at least 10
percent of its volume underground.® Such tanks are primarily used to store liquid petroleum and
hazardous chemicals.

The types of USTs in use can be classified as: bare steel tanks not protected from corrosion; steel
USTs protected with a noncorrodible coating, such as coal-tar epoxy, urethane, or fiberglass-reinforced
plastic (FRP); steel USTs with protection from electrochemical reactions; stee! USTs with a
noncorrodible coating and electrochemical protection; USTs made totally of noncorrodible materials,
usually FRP; and noncorrodible or protected USTs that aiso use secondary containment systems (mainly
double-walled tanks,.pit lining systems, and vaults). There are also some concrete USTs. FRP, unlike
steel, is a recent UST material, having been used only since about the mid-1960s.

Of the approximately 1.4 riillion USTs in use at over 700,000 facilities in the United States, an
estimated 75 percent are unprotected bare steel tanks. Most of the other 25 percent are FRP, protected
steel, and steel-FRP composite tanks.® Some of the USTs may be compartmentalized to store more than
one substance. They usually have top center openings (to make internal inspection and cleaning easier)
and ancillary openings (such as fill pipe suction and vent lines). Their capacity, depending on use, may
range from a few gallons to several thousand gallons. Some of the Department of Defense’s largest USTs
can hold several million gallons.

USTs are commonly built as horizontal cylinders, but some are vertical. Most of them are
completely constructed in a factory, but some of the larger ones are built at the installation site.

Leaking Underground Storage Tanks

Results of a survey of 12,444 USTs in 50 states conducted for the USEPA by Versar, Inc.,’
indicate a steady increase in leaks—or "release incidents"—since 1970. Approximately 83 percent (about
10,300 incidents) of the leaks documented at the statc . " involved tanks covered by the recent USEPA
regulations. These leaks contaminated 749 private water wells and 40 municipal wells. They also
involved 100 cases of human illness, 155 cases of fire and explosion (resulting in two deaths), 202 cases
of damage to plante or wildlife, and 908 reports of combustible fumes in confined areas.

When compared to abandoned facilities, operating facilitics were responsible for about 95 percent
of the leaks. The distribution of release incidents shows that about 65 percent of the documented leaks
involved retail gasoline service stations, including convenience stores and multipurpose retailers. Other
commercial establishments accounted for 11 percent of the releases while manufacturing and municipal

* Public Law 98616, Hazardous and Solid Waste Amendments, Title VI. Undergrvund Storage Tanks, Subttle I - Regulation
of Underground Storage Tanks (November 1984).

$ 40 CFR Parts 280 -281 (23 September 1988) pp 37082-37247.

” Versar, Inc., Analysis of the Nativnal Data Base of UST Release Incidents, EPA/600/M-86/020 (USEPA, Washington, D.C.,
July 1986), pp 1/1-9/18.




facilities accounied for 5 percent and 4 percent, respectively. Figure 1 illustrates the path of gasoline
movement from a Ieaking UST to a public water supply.

Substances that have leaked from USTs include gasoline (over 70 percent), heating oil (about 15
percent), diesel fuel (about 6 percent), and recycled oil, chemicals, and others (about 9 percent).

The same USEPA survey® also reports the locations and causes of the releases. More than 90
percent of the UST release reposts identified the sources. About 43 percent identified the tank as the
source of the leak and 18 percent identified the piping system. About 13 percent of the sources cited were
either the piping, or a combination of the tank and piping. Tank overfills were cited in 17 percent of the
cases. The rest of the Ieaks came from the pump or unknown sources.

Although most reports did not specify a cause of UST leaks, corrosion was the leading cause cited,
followed by structural failure. Other reported causes included improper installation and operation, loose
fittings, and incompatible materials. Piping failures usually occur before tank failure, because of poor
installation. Since pipe walls are thinner than tank walls, they are more susceptible to corrosion-related
leaks.

FRP tanks leak becausc of breakage caused by improper handling during transportation or
installation (Figure 2). Extemal corrosion, however, is the major cause of leaks from steel tanks.” Figure
3 shows external corrosion developing around an opening of a steel tank.

Corrosion is an electrochemical process that involves oxidation and reduction reactions on a metallic
surface. External corrosion of tanks is caused primarily by soil with high moisture content, low pH, low
resistivity, and sulfide produced by bacterial activity. Other factors influencing external corrosion include
high soil temperature, stray electrical currents, and the presence of dissimilar metal objects near (or
connected to) the tank.

Intemal tank corrosion is generally caused by chemical processes resulting from the interaction of
water, oxygen, and bacteria. The chemical makeup of the stored substance, damage caused by the misuse
of gauging sticks, and unnoticed damage that occurred during installation also cause and accelerate internal
corrosion.

Regulations

The Hazardous and Solid Waste Amendments (HSWA)'® of 1984 require all UST owners to
comply with all applicable Federal, State, interstatc and local agency requirements. The regulations
strongly support the RCRA of 1976, the Federal law protecting human health and the environment from
improper waste management. This program is administered by the USEPA through its Office of Under-
ground Storage Tanks (OUST), which is part of the Office of Solid Wastc and Emergency Response.

¥Versar, Inc.

%John H. Fitzgerald, "Corrosion of Underground Storage Tanks," Plant Engineering, File Number 6502 (July 1983).
pyblic Law 98-616, pp 1-73.

pyblic Law 94-480.
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Figure 2, A fiberglass-reinforced plastic (FRP) UST during installation.




Figure 3. Corrosion around a%: opening on the surface of a steel UST.

USEPA’s UST program, which includes banning underground installation of new tanks that do not
meet certain minimum requirements, went into effect on 7 May 1985. USEPA also required UST owners
to report existing tanks, including USTs taken out of operation after 1 January 1974 (but still in the
ground). Tank owners were also required to notify the appropriate state authority by 8 May 1986.”
After that date, owners of newly installed USTs had to notify the appropriate state or local agency within
30 days after bringing the tank into use. Notification forms (No. 7530-1) provide UST information such
as location, material, age, size and uses.

Some of the above requirements no longer apply because their effective dates have passed, and some
of them were revised by new regulations. The Final Rules covering the technical requirements and State
program approval were published on 23 September 1988." Financial responsibility requirements for tank
owners were published on 26 October 1988."

The Final Rules are implemented under the Comprehensive Environmental Response, Compensation,
and Liability Act (CERCLA) of 1980, except for any substance regulated as a hazardous waste under
Subtitle C of RCRA. One major portion of RCRA, as amended in Subtitle I, provides for the development
and implementation of comprehensive regulation of USTs containing regulated substances.

'2 40 CFR Part 280, Notificat.on Requirements fur Owners of Underground Sturage Tanks, Final Rule (USEPA, November 1985),
pp 46602-46619.

13 40 CFR Parts 280-281, pp 37082-37247.
" 40 CFR Parts 280 and 281, Underground Sturage Tanks Cuntaitung Peirvleum, Finuncial Responsibiity Requirements and
State Program Approval Objectives, Final Rule (USEPA, 26 October 1988), pp 4332-4338.
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As defined in Subtiie 1, 2 UST syseean imcimdies both the endoproend siorers txk and the
underground piping connecied 50 3. SebeEle 1 does not 2pply o the following USTs:

Fam or residential sks of wp 10 1100 ga¥lons capaciy eed for sosing =otoe el for
noncommercial peEposes

Tanks sioring beating oil for use cn the premises where sioeed

Sepiic tanks

Storage tanks on or 2bove ibe floor of vnderground asezs such 23 besemenes and oelars
Flow-through process tanks

Surface impounding pits, ponds, and lagoons

Systems for collecting siormwaicr or wasiewaier

Liquid traps or associated gathering lines in use by the oil and natoral gas industry.

The Final Rules of Sepiember 1988 became effeciive on 22 December 1988, with phase-in schedules
for leak detection devices ranging from December 1989 to December 1993, depending on the system’s

age.

U.S. Ammy UST policy, published eastier, is similar to the GSEPA’s Final Rules. However, there
are some differences. The Army USTs (steel or FRP) should be double-walled in structure.  Steel USTs
must be coated by epoxy or coal tar. These tanks should also be provided with a czaibodic protection
system or coated with glass fiber-reinforced polyester resin coating. All storage tanks should be monitored
by a leak detection system. Tank pipings should have also similar features.™

Regulated USTs, including those owned and operated by all Federal, State, and local agencies, are
required to have leak detection devices, spill and overfill prevention devices, and comosion protection.
Main provisions of the Final Rules require that:

New UST systems must be designed and construcied to retain their structural integrity for
their operating life, in accordance with nationally recognized industry codes

Nationally recognized installation standards must be followed when placing new UST systems
in service

Owners and operators ¢f new USTs must certify that proper installation proceduies were
followed, and specify what they were

¥ Underground POL Systems, “Undeiground Storage Tank {UST) Program,” Office of the Ciuef of Engineers (OCE)
Memorandum 200 1a (U.S. Army Engineering and Housing Suppent Center [USAEHSC], October 1957).
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» Owmeess and opessors of Dotk mew and existing UST sysiems mes? Sofiowe proper emk-{0Gny
Pracioss 50 present spiils and ovesiills

» Onmers and openiicss of mew ofF wpesaded UST systems mmess imsizf diewices (sl provest
oxesfills, and coreol oF coatain spills

» Leak desection procederes mest be implemented for e oldest USTS withm 1 yeas, 20d for the
NEWESE SYSemSs Withes 3 yeaes

» Rekzase deseciion equipment must be added t0 all pressurized dalivery lines within two yeass

e Pesiodic 1ank tighiness tesimng (every 5 years) and monibly inventory control are reqeired for
new or upgraded UST systems for 10 years afier installasion or tack upegrade, and monthly
Jeak detection is reguired afier 10 years

» cither momehiy release desection or a combination of annual fank tighiness festing and
monthly Inveniory conatrol are required for substandard USTs uniil they are upzraded

- Exisiing USTs must be upgraded or closed within 10 yeass of the effective date of the Final
Rules, or wiiin 1 io 5 yeass, if a lezk detection method is not available that can be applied
during the required phase-in pesiod

= Secondary cosainmeant with interstitial moniioring is required for all new or upgraded USTs
storing hazardous substances, unless an alicrnaie release detection method is approved by the
regulating agency

- All USTs musi be proiccied against corrosion or made of nencorrodible materials
» Tank owners and operators must report suspecied leaks
« Owners and operators of Ieaking USTs must correct the problem.

Every State is allowed to develop its own UST regulations within the framework of Federal Rules, and
several States have already done so.

The Financial Responsibility Final Rule of 26 October 1988 requires petroleum marketers who own
or operate USTs to prove that they have at Jeast $1 million to cover the costs of a leak or spill. UST
owners or operators that do not market petrolcum must prove that they have at Ieast $500,000.

The cffective date for this rule is 24 Januvary 1989 for any petroleum marketing firm that owns 1000
or more USTs, and any UST owner that reports a tangible net worth of $20 million or more. The
effective date is 26 October 1989 for any petrolcum marketing firm that owns 100 to 999 USTs; and
26 April 1990 for any petrolcum marketing firm that owns 13 to 99 USTs at more than one site. The
deadline is 26 October 1990 for any owner of a UST that falls into onc of the following groups. petrolcum
marketing firms owning 1 to 12 USTs or those with fewer than 100 USTs at one site, all other UST
owners with a tangible nct worth of Iess than $ 20,000; and local governments.

State and Federal govemmenis are cxempt from the financial responsibility requirements. However,
they are responsible for the costs of any necessary cicanups.

12




3 LEAK POTENTIAL INDEX FOR UNDERGROUND STORAGE TANKS

Background

Leakzze from vndersround storaze anks occurs thouch two mazjor mechanisms: corosion and
reptere. Extemnal 2 intema) comosion of a stosage i2nk and its associaied piping gencrally resulls in the
graduat release of iis comients inio the envimooment. Loss of material from such releases is barely
noticeable, panticulaily duing the casdy stages when the material loss rate is not substantially lasger than
the migrazion and assimilation raics in the sefl. On the ciher hand, strectural failures due to seiflement,
Hroyancy, ¢ic., are random cvents that may or may not oocer dusing the lifetime of a particular tank. The
repiure of piping or tank will geaeqally Ieac o the sudden loss of lzsge quanidities of maierial that would
be readily deiccted under proper inveniory control procedures. Comosion-induced Ieaks, however, can go
undetected for long periods of time:

Leakage may occur due to intemal and extemal comrosion of the steel tank or its attached piping.
Losses from piping will generally occur during transfer operations, and the quantity lost will tend to be
Igwer when compared to leakage from ihe tank fiself. Cerrosion raics for piping and tank will be similar,
excepi in cases where dissimilas metals are used. For example, if galvanized piping is connected to a steel
tank without proper clecirical isolation, the piping will be anodic relative to the tank, 2nd will corrode at
an acceleraied rate. Even if their comosion rates are similar, pipes may leak earlier than the tank because
they arc not as thick as the tank. For prioritizing tanks in terms of leak potential, however, this is not of
IMajor Concem.

Underground storage tanks regulated under Subtitle I of RCRA™ generally contain petroleum,
crude oil, or other distillates, and these are not highly comosive compared to the hazardous wastes
regulated under RCRA Subtitle O. Intemal corrosion may be a problem in tanks storing high-sulfur diesel
fuels and in cases where a substantial amount of moisture enters the tank through condensation in the vent
pipe or from other sources. Intemal corrosion begins with imperfections in the coating or coating damage
caused by repeated insertions of measuring rods. The bare steel under the damaged coating then becomes
anodic relative io other imperfections. Because the probability of external and internal corrosion occurring
at the same spot on a tank is very small, intemnal corrosion is significant only in benign soils and under
severe operating conditions.

External corrosion can occur uniformly across the surface of a tank and piping, or by localized
intense corrosion known as “pitting.” Data about excavated tanks and pipelines indicates that in most
cases leakage is caused by pitting of the surface, resulting in pinhole leaks."” The development of the
Ieak potential index (LPI) is, therefore, based primarily on the assumption that pitting corrosion is the
major mechanism for storage tank failure and material leakage.

15 Public Law 94-480.
" M. Romanoff, Underground Currusion, National Butcau of Standards (NBS Cireular 579 (U.S. Depanment of Commerce,
1957), J.R. Rossum, “Predivtion of Pitting Raies in Ferrous Mcials from Soil Paramcters,” Journal of Water Wurks Assouation,

Vol 60 (1968), pp 305 310, C.T. Bosch, and B.A. Valde, Consultants Report to the OPA.PACE Special Task Force on
Underground Storage Tanks (1978).
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Factors Influencing Underground Storage Tank Corrosion

Corvosion is an clectrochemical phenomenon involving oxidation at the anode and reduction reac-
tions at the cathode. Dissolution of the meial occurs at the anode, and, under normal soil pH conditions
in acrobic soils, oxygen reduction occurs at the cathode to produce hydroxyl ions. These jozns react with
the ferrous ions generated by the metal dissolution 1o produce fesrous hydroxide, or they fomm precipitates
such as calcium carbonate and ferric hydroxide (depending on how well acraied the soil is). In nommal
soils, the comrosion rate will be a function of measurable parameters such as soil acration, soil resistivity,
and pH. Anodic and cathodic arcas are established at different sites on a tank surface due to variations
in the soil environment. These variations may arise from a number of factors, including natural soil varia-
tions, impuritics in the backfill, and differcntial concentration cells of electrolyies, oxygen, moisture, ctc.

In the absence of oxygen, corrosion may be produced biologically. Anacrobic corrosion is caused
by a group cf bacteria that use hydrogen to reduce sulfate 1o sulfide. For growth they require anacrobic
conditions and a source of hydrogen, sulfate, organic materials, and minerals. These conditions arc present
in soils that flood frequently and have a high organic matter content. The precise mechanism by which
anaerodic corrosion occurs is not well understood. It is generally thought that dissolution of iron may
occur through two mechanisms:

e A reaction of iron with sulfide that produces iron sulfide precipitate. In this case, further
corrosion is inhibited by the layer of black iron sulfide precipitate.

 As a result of the highly corrosive extracellular metabolite contacting the iron surface.”® If
oxygen is available locally, oxygen concentration cells may develop between the acrobic and
anacrobic zones, and the hydrogen sulfide may be oxidized to highly corrosive sulfuric acid.

Development of Leak Potential Index Equation

It is evident from the foregoing discussion that numerous factors are involved in UST corrosion, and
any assessment methodology developed must cor.ider site-specific data. Some soil parameters of
importance are: soil resistivity, pH, soil permeability or acration, organic matter content, sulfate content,
water table, flooding frequency, soil variations, and shrinkage potential. In acrobic soils, the first three
parameters determine corrosion rates once anodic and cathodic arcas are cstablished. The latter factors
arc important in establishing anodic and cathodic areas, and the start of corrosion.

Evaluation of UST leakage potential can be based on statistical analysis of data for excavated tanks,
or from a mechanistic standpoint. Accurate data is quite limited for soil properties at a tank site and the
age at which a tank leaked. Therefore, equations based on statistical analysis are of limited validity. A
mechanistic approach will be more reliable since it is not only based on fundamental principles, but also
can be related to extensive experimental data developed by the National Bureau of Standards.

1 W.P. Iverson, An Overview of the Anaerobic Corrusiun of Underground Metallic Structures, Dvidence of a New Mechanism,
in Underground Corrosion, Technical Publication 741 (American Society for Testing and Materials [ASTM], 1981).
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Analysis Based on UST Leak Data

Data on underground storage tanks was developed over a 6-month period in 1977 by the Petroleum
Association for Conservation of the Canadian Environment (PACE).”® A toial of 506 tanks were
removed across Canada and cxamined for localized and uniform comosion. All available soil samples
were analyzed for a number of paramelcrs, such as resistivity, pH, moisture, and bacicrial content. The
number of tanks that had onc or more perforations was-detcrmined 1o be 124, and of these only 108 tanks
had corresponding soil data. Numerical values were assigned to cach of the soil parameters, and differcn-
tial soil characteristics, or variations in resistivity and pH at the site (Table 1). Soil "aggressiveness”
values (SAV)—the quantification of a soil’s corrosive properties—were computed for each location based
on the above for leaking and nonleaking tanks. Values of 10 to 12 indicate aggressive soils, and values
greater than 12 are characteristic of very aggressive soils.

The SAV values are shown in Figures 4 and 5 for leaking and nonleaking tanks as a function of age.
There is considerable scatter in the data in both figures. A number of tanks with low SAVs and low to
medium age ratings leak nonetheless. Figure 5 also shows a number of tanks that are not Ieaking despite
high SAVs and medium to high age ratings. After considerable statistical analysis it has been concluded
that neither SAV nor SAV multiplied by age are reliable indicators of tank deterioration.”

Bosch and Valde, and Rogers? have used the Canadian data to develop the following equation to
calculate the mean age for UST leakage:

MA = 5.75 R S - %98 exp(0.13pH - 0.41M - 0.265u) [Eq 1]

where MA = Age at which 50 percent of the tanks at a given location would have leaked

R = Resistivity in ohm-cm

S = Tank capacity in gallons

M = 1, if soil is saturated; 0, otherwise
Su = 1 if sulfide is present; 0, otherwise.

This model assumes that the age to leak is a normal random variable, and predicts the mean age to leak
with a standard deviation of 2.5 years. Approximately 50 percent of the tanks at a site would be expected
to have leaked before the mean age, and 50 percent would be expected to leak sometime after the mean

age. For a tank of known age, it is possible to use this equation to determine the probability that the tank
is leaking.

® Underground Tank Systems ~ Review of the State of the Art and Guidelines, Report No. 82-3 (Petrolecum Association for
Conservation of the Canadian Environment [PACE], Ottawa, Canada, 1983).

® Pope-Reid Associates, Inv., Hazardous Waste Tank Tailure Model. Description of Methodology (USEPA, 1986).

¥ W.F, Rogers, “"Rogers Finds Leaks By Using Statistics,” Petroleun Marketer (November-December 1982).
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Computation of Soil Aggressiveness Values

Table 1

I BASIC CHARACTERISTICS

* Soil Resistivity (in ohms)

¢ Soil pH

¢ Soil Moisture

II DIFFERENTIAL CHARACTERISTICS
* Resistivity

(ratio of extremes)

* Soil pH
(Difference in
pH Value)

III SULFIDE CONTENT

<300
300 - 1,000
1,001 - 2,000
2,001 - 5,000
5,001 - 10,000
10,001 - 25,000
> 25,000
<30
30 - 49
50 - 64
65 - 74
75 - 90
>90
Saturated
Damp

Dry

>1:10
>1:5
>1:3
<1:3

1.5-3.0
0.0-15

Positive
Negative
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Figure 4. Leaking tank chart indicating the relationship between soil
aggressiveness values and age.
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Figure 5. Nonleaking tank chart indicating the relationship between soil aggressive-
ness values and age.

18




Both approaches noted above have scme practical limitations. First, they are based on a very small
number of gasoline tanks (108) that range in size from 1000 to 5000 gailons. The sample under
consideration in this report ranges in size from 500 gallons to more than 100,000 gallons. Seccond, the
age at which a tank was excavated and found leaking may not indicatc when the tank actually started
leaking.

Analysis Based on Corrosion Mechanism

It is known from electrochemical principles that corrosion occurs through the loss of metal ions at
anodic areas. In laboratory systems, the rate at which metal loss occurs can be estimated from Faraday’s
law. Application of this theory to underground corrosion is complicated because of the variables that
singly, or in combination, affect the electrochemical reaction. The nature of cathodic reactions, precipitate
formation, diffusion of a tank’s contents, diffusion of oxygen to the cathodic surface, etc., will all affect
the progress of the reaction.

The National Bureau of Standards® has determined from extensive experimental studies that the
depth of a pit due to localized corrosion can be expressed by the equation

p=kp [Eq 2]

where p is the pit depth, t is the time of exposure, and k and n are constants. This equation has been
found valid for several types of ferrous materials. Rossum subsequently derived Equation 2 from
electrochemical principles and postulated mechanisms for reactions between metal and soil under differing
soil aeration conditions. The cxponent was shown to have values of 0.17, 0.33, and 0.5 for soils of good
aeration, fair aeration, and poor aeration, respectively. These values for n agree well with the empirical
values reported by the National Bureau of Standards. The constant k is a function of the number of
systems parameters such as soil resistivity, corrosion potential, and aeration.

The soil resistivity at any given site is not v.aform, and varies log-normally.” The maximum pit
depth on a metal surface, therefore, will also incrcase log-normally with the increasing area under
consideration.® The time and area effects are combined® to produce the following equation for the
number of leaks, L, that can be expected after exposure for t years:

L = A¥{(KK/8)*(t(10-pH)/c)"}" [Eq 3]
where A = exterior surface area of the pipe, in square feet;
K, and n = constants based on permeability of the soil and soil aeration;
K, and a = constants based on permeability of the metal (relative pit depth, pit depth);
& = shell thickness of the pipe, in mils;

t = time of exposure of the pipe, in years;

2 M. Romanoff.

® B. Husock, A Statistical Probability Method for Suil Resistivity Determination in Underground Storage Currosion, ASTM
Technical Publication 741 (ASTM, 1981), G.N. Scott, "Distribution of Soil Conductivity and its Relation to Underground
Corrosion,” Journal of the American Water Works Assuciation (March 1960), W.J, Schwerdifeger, "Soil Resistivity as Related
to Underground Corrosion and Cathodic Protection,” Journal of Research of the Nutwiiul Bur eaw of Standards, Vol 69C (1960).

# W.J. Schwerdtfeger; M. Romanoff.

% J.R. Rossum.
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pH = acidity/aikalinity of the soil;
o = soil resistivity, in ohm-cm.

Equation 3 was developed by combining an empirical pit depth - area relationship and a theoretical
pit - time equation. It applics to soils ranging from pHS to pH9 and acration conditions ranging from
poor to good. When known values of soil resistivity and pH are used, the calculated pit depths correlate
well to experimental pit depths calculated in laboratory studies. Rossum used Equation 3 to calculate the
number of leaks in a number of cast iron and steel pipes buried in soil at different locations for several
years. The pipes were partially corroded, and some of them had several holes. His predictions reasonably
matched the number of leaks observed.

Corrosion rates in Equation 3 do not take into account the effects of expansive soils, flooding
frequency, high water table (and accompanying anaerobic conditions), and organic matter content. These
factors, on which numerical rankings and values are available in the U.S. Soil Conservation Service (SCS)
soils database, have been assigned weights similar to those employed by PACE and the Cast Iron Pipe
Research Association (CIPRA)*

Expansive soils can have two different effects on USTs. They can pull the coating off the tank
surface when shrinking, and deform the coat.ng by compression when expanding. Arcas where the coating
is damaged will become anodic and will become susceptible to corrosion. These soils can also crack
during shrinkage to provide effective channels for localized oxygenation. Under these conditions, differen-
tial oxygen cells may be formed.

Flooding frequency can also influence the extent of corrosion. If the tank is partially flooded,
differential cells can be established between the wet and dry areas. The wet areas may be anaerobic and
the dry areas aerobic. Both sulfur-reducing and sulfur-oxidizing bacteria may thrive under conditions of
alternate flooding and drying, creating a highly corrosive environment. If the water table is consistently
high, as in poorly drained soils, then conditions are favorable for anacrobic bacteiial corrosion
—particularly when the organic matter content is high. On the other hand, in arid regions of the West
corrosion pe  itial may not be high even where the soil is poorly drained, because water tables are low.
Tanks lor ... . n. peat or muck soils, however, are susceptible to severe corrosion.

If the soils within an arca have several different map unit components (i.e., several different soil
types), then long-line corrosion can result. The larger the number of components, the greater the potential

for corrosion from this source. The map unit component number obtained from SCS soils data base is
used to account for this effect.

Leak Potential Index Equation

The leak potential index, LPI, is the maximum value derived by evaluating all soil map units in the
soil survey area where the tanks are located, and is calculated by the equation

LPI = log[CAHA*{(K K, /8)*(t(10-pH)/0)"} 2] [Eq 4]

% Cast Iron Pipe Resewrch Assvciunon Handbook (Cast Iron Pipe Rescarch Asso.iaticn [CIPRA), Oak Brook, IL, 1978).
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The product of the terms in square brackets, “[ 1, can range from O to a very large number.
Therefore, a logarithm of the product provides an index on a more manageable linear scale.

C; in Equation 4 is determined as a product of the four factors: shrink-swell potential of the soil,
number of map unit components, flooding frequency and water table, and organic matter content. The
values assigned for shrink-swell potential of 1.33, 1.17, and 1.0 correspond to high, medium, and low cate-
gories, respectively. The number of soil components in a map unit are indicated by the map unit compo-
nents factor. This factor has the values of 1.0, 1.17, 1.33, and 1.5 for one, two, three, and four or more
components, respectively. Flooding frequency is categorized in the SCS database as common, frequent,
occasional, rare and none. The corresponding values used for the factor are 1.33, 1.2, 1.1, 1.05, and 1.0
respectively. If the water table is higher than 6 ft, the water table factor has a value of 1.0. For a water
table depth less than 6 ft, and organic content less than 6 percent, a value of 1.5 was assigned to the
factor. This factor was assigned a value of 2 for a water table less than 3 ft and organic matter content
between 2 and 6 percent.

The probability that a tank is located in a map unit for which the relevant soil parameters are
available is determined by the percentage of land in that map unit within the survey area. The acrcage
of land with specific characteristics in each map unit is obtained from the SCS soils database, and the ratio
of this value to the total acreage in the survey area is the variable PCT in Equation 4.

The surface area of a tank (A, in square feet) can be estimated from the reported capacity:
A=15%*C" [Eq 5]

where C is the tank capacity in gallons. This equation was obtained by assuming a tank length to
diameter ratio of 3;1.7

The shell thickness does not increase linearly with tank capacity. Shell thickness values for distinct
tank capacity intervals were determined for commercially available tanks®® as shown in Table 2. If tank
capacity was not reported on the UST notification form (USEPA 7530-1), a median capacity value of 7600
gallons was assigned, based on the reported capacity data for tanks in the Army UST databasc. The
thickness of a tank wall (in mils, or 0.0254 mm) was based on tank capacity, as shown in Table 2.

Soil resistivity (c) and pH values were obtained from the salinity (or 1000/resistivity) and pH data
available in the SCS database. Salinity values in the database are inversely proportional to the soil
resistivity. For cases where salinity values are not available in the SCS database, the soil corrosivity
description in the database was used to assign numerical values for salinity. Numerical values of 8, 4,
and 2 were assigned for salinity to represent high, medium, and low degrees of corrosivity, respectively.

K, and a are constants that represent tank permeability and, by evaluating pit depths, were
determined to be 1.06 and 0.16 for steel tanks. K and n are constants that reflect soil permeability. Their
values were obtained from the SCS database, and are shown in Table 3.

7 R, Holzhauer, "Underground Liquid Fuel Storage Tanks," Plant Engineering (April 1980).
% R. Holzhauer.
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The age of the tank is required to be reported in the USEPA UST notification form. In several
cases, however, the age of the tank was not reported, possibly due to lack of documentation. For cases
in which the age of the tank was not reported or was unknown, the age was assumed to be 50 years.

Table 2

UST Shell Thickness as a Function of Capacity’

Tank Capacity Shell Thickness
(gallons)® (mils)®

<285 78
286 to 550 109
551 to 1,500 141
1,501 to 4,000 188
4,001 to 11,600 250
11,601 to 20,000 313
20,001 to 30,000 375
30,001 to 100,000 500
> 100,000 625

* 1 gallon = 3.785 liters
* 1 mil = 0.0254 mm
Source: R. Holzhauer

Table 3

Soil Aeration Constants’

Soil Permeability n K,
(in/hour)*
<0.6 0.50 355
0.6 t0 2.0 0.35 222
>20 0.17 170

21 in.fhour = 0.423 mm/hour = 0.0071 mm/second
* Source = 1. R. Rossum.
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4 CHARACTERISTIC PROFILE OF ARMY’S UNDERGROUND STORAGE TANKS

UST Database

Because of the large quantity of information about USTs obtained from installations, Army
headquarters tasked USACERL with developing a system to better monitor and manage these tanks.
Figure 6 shows the number of USTs in each of the following major installation categories: AMC,
FORSCOM, TRADOC, NGB, and other.” The result was the microcomputer-based database developed
in dBase III Plus.”

The UST database system contains the following information for all 15,284 tanks: MACOM,
installation name, specific address (where each tank is buried), and number of tanks at each location.
Other information about each tank in the database includes: current status, year installed, construction
material, capacity, corrosion protection, type of piping, contents, and other miscellaneous information.

The UST database system is menu-driven and easy to use. With this system, the user can perform
the following functions:

e Retrieve specific UST information — allows users to retrieve information about each tank
buried at any Army installation

» Calculate a leak potential index (LPI) — allows users to calculate the LPI for any tank in
the database. (The LPI is a quantitative indicator of the potential for any tank to leak)

+ Perform file maintenance — allows users to back up database files, organize them into smaller
subsets of data, etc.

« Update existing UST information — allows users to update information for USTs already
listed in the system

* Add new UST information — allows users to add information about new tanks to the database

« Delete UST information — allows users to delete the appropriate records from the database
as USTs are removed from use

» Create UST reports — allows users to create customized reports.

The rest of this chapter is a profile of the Army’s USTs based on the database. The status of the
Army’s tanks will be discussed from an overview perspective and will not pertain to any specific
installation.

* AMC is US. Army Materiel Command, FORSCOM is U.S. Army Forces Command, TRADOC is U.S. Army Training and
Doctrine Command; NGB is U.S. Army National Guard Bureau,
» B.A. Donahue, T.J. Hoctor, and K. Piskin.
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Figure 6. Distribution of the 15,284 USTs among MACOMs.

Construction Material

Steel is the most common UST construction material, followed by FRP and concrete. Figure 7
shows the distribution of tank construction materials among Army installations. Of all of the Army’s
current tanks, 73.5 percent (11,234) are made of steel, 9.1 percent (1390) of FRP, 1.3 percent (198) of
concrete, and 0.14 percent (20) of miscellaneous materials. The construction material was reported as
unknown for 16 percent (2445) of tuee tanks,

Only 33 percent (4984) of steel tanks have some form of extemal corrosion protection (mainly
painted, cathodically protected). The rest are either unprotected or status unknown.

Capacity

If an underground storage tank has a capacity of 110 gallons or less, it is exempt from regulatory
reporting and management requirements. Despite the exemption, installations were directed by Army
headquarters to report on all their tanks. Figure 8 shows the distribution of tanks at Army installations

according to capacity in gallons. As indicated in the figure, very few of the reported tanks fall under the
size exclusion,
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Age

The age of 2 1ank was desermined froea the tkze ¥ wzs insialiod mp 5o 1950, The 2ge dsuitution
of the 1anks among ihe diflferene Army instaliations i shown in Figere 9. Fov aboes 14 percent (§785)
of all Amy 1anks, the 2ge w2s repostzd 23 vaknown, mardy becarse these ROORReIPIng FequERmmEnts
weaz not in place 2 the time of installxion. Thiny percent (3706) of the tarks were reposied 50 be over
25 years old, 30 percent (3718) were betwees the 2zes of 10 and 30 years, 2nd 26 pereemt (33135) were
under 10 years old.

M Stee!

N concrete
% FRP

2 Unknown
1 other

\ 1
] ] ] 1 [] 3 ]

0 500 1000 1500 2000 2500 3000 3500
Number of Tanks

Figure 7. Distribution of USTs according to construction material among MACOMs. (Note:
The total number of tanks in the Amy for any category of material can be calculated
by multiplying the figure at the bar width by 5.)
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Tank Conlents

On the USEPA foams, Anmy istallaions were reqrired (0 repost the concends of each 1=k, Tie
canzgones providad weres gxsoline, diesed, kerosens, wsed of, and other.  If 1he sk comeemts wese
specified as odfnr, 2 sexd field i provided o alfow for 2 specific description: of the t20%s” comEens &0
bandle ems soch 25 heating off wisch are of meczesy, but &Ed not Rave 2 caegosy assigned to them. I
e conRents were not reposad, ey were assamed to be mknown.  Figuze 10 shows the distribetion of
coeeenss by MACOMs. Of pasticular inserest is the mumbes of reposied t2ks (4341) that congain heating
oil. Presexly, the Ammy does mot allow the EPA exchusion on heating off t2ks in #s policy. A
brrakdown of those tks containine bextine oils, by capacity, is presemied in Figree 11.
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Figure 8. Distribution of USTs according to capacity (in gallons) among MACOMs. (Note.
The total number of tanks in the Army for any category of capacity can be calculated
by multiplying the figure at the bar width by 5.)
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Lezak Potential Index (LPT)

The information availabic in the UST database was used to compute a Ieakage poiential for all the
Amny’s USTs. In addition 1o the tank informaiion, scil informalion was necessary 1o obtain LPI values.
The soil data was obtained from the SCS database, maintained at Iowa State Univessity. It contains
information on cach soil fype in cach county and State in the United States.

Equation 4 is evaiuated for each tank for all soil types in a county and a weighied average is
compuicd tased on the perceniage of each soil type in that country. The computed values of the LPI are
thea categorized as fellows: 0 1o 2 (Jow), 2 1o 4 (medium), and greater than 4 (high). The distribution
of LPIs computed for all Amny USTs is shown in Figure 12.

The results of the LPI calculations for the Ammy’s USTs are 0 be ficld-tested for tanks buried at
vasions installations. Efforts are also being made to update the tank and soil information in the database
50 the LPIs for all tanks can be calculated more accurately and completely. Also, a relationship similar
o Eguation £ has been developed for underground pipes, and has been successfully field-tested at many
Amny installations®

The sensitivity of the LPI equation 1o its parameters is of concemn due o the Jarge uncerainties
inherent in the approach used to detcrmine soil information. Specifically, the soil information is taken
from the SCS soils database, which has the couniry at its lowest discernable geographic region.

Since the LPI equation involves several noncontinuous parameters (fank size, wall thickness, and
soil permeability) and several that have strongly nonlinear effects (salinity and pH), the behavior of the
LPJ equation is presented in ternms of variations about a typical LPI. This LPI is defined for a tank of
median age 2nd capacity with average soil parameters (defined as the mean for all tanks in the UST
database for which soil exists). Specific numerical values are given below.

Tank Age 25 years
Tank Capacity 2000 gallons

Kn 222
n 0.33
pH 6.2

Salinity 6.45
Cf 1.37
LPI 2.65

® A. Kumar, M. Bergerhouse, and M. Blyih, “Implementatun of a Pipe Cortosion Management System,” Corrosion 87, Papet
MNumber 312 (1987).

27




Response of the LPI about this typical value of 2.65 for specific variations in the independent

parameters are give below.

Parameter Value LPI Varation
Tank Age (years) 10 -0.82
40 042
Tank Capacity 500 1.08
5000 -0.51
Permeability high -0.95
Iow 1.49
pH 5.05 0.24
7.35 -0.32
Salinity 243 -0.87
10.47 043
Cf 1.00 -0.14
1.74 0.10

where the tank ages of 10 and 40 years correspond to 20 and 80 percent ranking by age, the tank
capacities of 500 and 5000 correspond to 19 and 70 percent ranking by capacity, the permeability values
represent variations in the Kn and n coefficients from their minimum to maximum values, and the other
soil parameter variations are values one standard deviation about their respective means.
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5 CONCLUSIONS AND RECOMMENDATIONS

Conclusions

A Leak Potential Index (LPI) has been devised to indicate the likelihood of individual underground
storage tank leakage. The LPI, which is based on the UST database and soil information, enables Army
managers to evaluate their tanks and categorize them according to their leakage potential. This
information indicates which tanks should be monitored more closely, which should be tested, and which
should be considered for replacement. The results of this analysis will help guide decisions about the
management and maintenance of the Army’s USTSs.,

Many of the Ammy’s USTs are made of steel, hold more than 10,000 gallons, are more than 35 years
old, may contain hazardous substances, and have a high potential for leakage:

» Seventy-three percent of the Army USTs are made of steel. NGB has the most steel tanks, most
of which range in capacity from 1101 to 10,000 gallons

» AMC has the largest number of tanks greater than 10,000 gallons

» Thirty percent of the Army’s USTSs have been in the ground for more than 25 years. FORSCOM
has the most tanks of unknown age. NGB has the most tanks between 10 and 25 years of age.

Heating oil is generally the most common substance stored in the Army’s USTs, followed by diesel
fuel, gasoline, used oil, and kerosene. Mixed substances and others are also stored in a number of tanks,
with FORSCOM having the most in this category.

The LPI could not be computed for 46 percent of the USTs because of insufficient tank and soil
data. FORSCOM had the most tanks for which no LPI could be computed, followed by NGB, AMC, and
TRADOC installations (in that order). Only 9 percent of the tanks have a very high LPI. Twenty-seven
percent of the tanks can be categorized as medium and 17 percent low in terms of LPIL.

Recommendations

It is recommended that the information in this report (i.e., construction material, capacity, age,
content, and LPI of USTs) be used by Army decisionmakers involved in compliance with environmental
regulations. Missing data and unknown LPIs for 46 percent of the Army’s USTs must prompt managers
to take action. Efforts are being made to collect the missing information so the database can be updated,
after which the LPIs for all tanks will be evaluated again.

It is recommended that the techniques of developing a database and the use of a relationship to
determine leak potential be adapted and used by all owners and managers of USTs. Policy makers can
use information from the database to plan effective management and pollution control policies. Federal
and State agencies can use the database concept and LPI to identify problems and plan strategies to
prevent land and groundwater pollution.
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It is recommended that the tanks predicted most likely to leak be tested immediately. If leaking
tanks are found they must be excavated, and proper pollution treatment and control measures must be
implemented.

It is recommended that further site-specific studies be conducted and additional field data be
collected to develop monitoring frequencies, repair and replacement strategies, and to field test LPI
predictions.

METRIC CONVERSION TABLE

1ft = 03m
1sqft = 0.0929m?
lin. = 254 mm
1in/hr = 0.0071 mm/sec
1mil = 0.0254 mm
1 gal = 3.785 liters
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